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May 13, 2022 
 
LIBERTY INTERMEDIATE SCHOOL ADDITIONS  
AND RENOVATIONS 
Chesterton, IN  46304 
 
TO: ALL BIDDERS OF RECORD 
 
This Addendum forms a part of and modifies the Bidding Requirements, Contract Forms, Contract 
Conditions, the Specifications, and the Drawings dated April 25, 2022 by Gibraltar Design. 
Acknowledge receipt of the Addendum in the space provided on the Bid Form. Failure to do so may 
subject the Bidder to disqualification. 
 
This Addendum consists of Pages ADD 3-1 through ADD 3-3 and attached Addendum No. 3 from 
Gibraltar Design dated May 12, 2022 and consisting of 5 pages and 68 drawings. 
 
A. SPECIFICATION SECTION 01 21 00 - ALLOWANCES 
  

1. Revise: 
  

a.  Specification Section 01 21 00 Part 3.02 - CONTINGENCY ALLOWANCE 
with the following: 

  
 

Allow a lump sum additional work required but not indicated on Drawings or reasonably 
anticipated. 
  

A. Bid Category No. 1 General Trades $  75,000 

B. Bid Category No. 2 Masonry $  25,000 

C. Bid Category No. 3 Roofing $  20,000 

D. Bid Category No. 4 Glazing/Aluminum Entrances $  15,000 

E. Bid Category No. 5 Metal Studs/Drywall $  25,000 

 
ADDENDUM 

NO. 3 
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F. Bid Category No. 6 Painting $    5,000 

G. Bid Category No. 7 Hard Tile  $  10,000 

H. Bid Category No. 8 Carpet/Resilient Flooring  $    5,000 

I. Bid Category No. 9 Casework $  10,000 

J. Bid Category No. 10 Food Service $    5,000 

K. Bid Category No. 11 Fire Protection $  10,000 

L. Bid Category No. 12 Plumbing $  25,000 

M. Bid Category No. 13 Mechanical $  50,000 

N. Bid Category No. 14 Electrical/Low Voltage $  50,000 
 
B. SPECIFICATION SECTION 01 32 00 - SCHEDULES AND REPORTS 
  

1. Replace: 
  

a.  Specification Section 01 32 00b Guideline Schedule with the attached 
Guideline Schedule dated May 12, 2022. 

  
C.   SPECIFICATION SECTION 01 12 00 - MULTIPLE CONTRACT SUMMARY 
 

BID CATEGORY NO. 1 - GENERAL TRADES 
 
1.   Add: 
 

a.  Clarification No. 29: 
  
Reference Specification Section 06 20 00 - Finish Carpentry: The Bid Category 
No. 9 Contractor shall provide all work shown on Drawing Sheet A740 
including solid surfaces. The  Bid Category No. 9 Contractor shall also provide 
solid surfaces shown on Drawing Sheets A730 and A731.  The Bid Category 
No. 1 Contractor shall provide all other items required in this section. 
  
b.  Clarification No. 30: 
 
Referencing Guideline Schedule in Specification Section 01 32 00b, the Bid 
Category No. 1 Contractor shall salvage casework in the Administration, 
Classroom C.1 and Music/Band in a manner to allow for temporary reinstallation 
in the renovated areas until permanent casework arrives. The Bid Category No. 
1 shall provide the temporary reinstallation of salvaged casework until 
permanent casework arrives; at which time the Bid Category No. 1 Contractor 
shall provide the demolition of the temporary casework. 
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D. BID CATEGORY NO. 9 - CASEWORK 
  

1.   Add: 
  

Clarification No. 2: 
  
Reference Specification Section 06 20 00 - Finish Carpentry: The Bid Category 
No. 9 Contractor shall provide all work shown on Drawing Sheet A740 
including solid surfaces. The  Bid Category No. 9 Contractor shall also provide 
solid surfaces shown on Drawing Sheets A730 and A731.  The Bid Category No. 
1 Contractor shall provide all other items required in this section. 

 
E. BID CATEGORY NO. 10 - FOOD SERVICE 
  

1.   Add: 
  

Specifications Section 08 31 13 - Access Doors (As Applicable) 
 

F. BID CATEGORY NO. 11 - FIRE PROTECTION 
  

1.   Add: 
  

Specifications Section 08 31 13 - Access Doors (As Applicable) 
 

G. BID CATEGORY NO. 12 - PLUMBING 
  

1.   Add: 
  

Specifications Section 08 31 13 - Access Doors (As Applicable) 
 

H. BID CATEGORY NO. 13 - MECHANICAL 
  

1.   Add: 
  

Specifications Section 08 31 13 - Access Doors (As Applicable) 
 

I. BID CATEGORY NO. 14 - ELECTRICAL 
  

1.   Add: 
  

Specifications Section 08 31 13 - Access Doors (As Applicable) 
 



Activity Name Original
Duration

Start Finish

Duneland Liberty Intermediate School Additions and Renovations460 May-12-22 Feb-26-24

Project Administration 460 May-12-22 Feb-26-24

Bid Phase 24 May-12-22 Jun-15-22

Project Completion 0 May-12-22

Pre-Bid Meeting 1 May-19-22 May-19-22

Start Construction 0 Jun-06-22*

Start Summer Break 2022 0 Jun-06-22*

Bid Opening 0 Jun-15-22

Recommend/Award 1 Jun-23-22 Jun-23-22

Submitals and Color Charts 5 Jun-27-22 Jul-01-22

Notice to Proceed 0 Jun-27-22

Procure Mechanical Units 5 Jun-27-22 Jul-01-22

Procure Structural Steel Framing, Joist, and Deck 5 Jun-27-22 Jul-01-22

Media Center Turnover 0 Aug-05-22

First Teacher Day 2022 0 Aug-08-22*

Adminstration Renovation Turnover 0 Dec-08-22

Classroom C.1 Turnover 0 Dec-23-22

Classroom C.2 Turnover 0 Mar-21-23

Music Renovation Turnover 0 May-22-23

Start Summer Break 2023 0 Jun-05-23*

Classroom C.3 Turnover 0 Jun-27-23

Cafeteria and Multipurpose Turnover 0 Aug-04-23

First Teacher Day 2023 0 Aug-07-23*

Classroom, Gym and Locker Addition Turnover 0 Aug-22-23

Gymnasium and Locker Room Renovation Turnover 0 Sep-04-23

Kitchen Turnover 0 Sep-25-23

Classroom D.1 Turnover 0 Oct-03-23

Classroom D.2 Turnover 0 Jan-29-24

Final Punchlist Completion 21 Jan-29-24 Feb-26-24

Substantial Completion 0 Jan-29-24

Final Completion 0 Feb-26-24

Site Work 280 Jun-06-22 Jul-11-23

Mobilize 3 Jun-06-22 Jun-08-22

Erosion Control 2 Jun-09-22 Jun-10-22

Strip & Stock Soil 5 Jun-13-22 Jun-17-22

Site Demolition, Clearing & Grading 10 Jun-20-22 Jul-01-22

Access Roads 5 Jul-05-22 Jul-11-22

Site Utilities 15 Jul-05-22 Jul-25-22

Temporary Fencing 5 Jul-12-22 Jul-18-22

Establish Building Pad 5 Jul-26-22 Aug-01-22

Asphalt Paving for Access 10 Jul-26-22 Aug-08-22

Concrete Curbs & Walks 20 Apr-25-23 May-22-23

Asphalt Paving 15 May-23-23 Jun-12-23

Final Grading 10 Jun-13-23 Jun-26-23

Landcaping 10 Jun-27-23 Jul-11-23

Building Core & Shell 185 Aug-02-22 Apr-24-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024
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Activity Name Original
Duration

Start Finish

Classroom, Gym and Locker Addition (Unit G, H & J) 185 Aug-02-22 Apr-24-23

Concrete Footings 25 Aug-02-22 Sep-06-22

CMU Foundations 20 Aug-23-22 Sep-20-22

Structural Steel & Framing 20 Sep-21-22 Oct-18-22

Exterior CMU 15 Oct-19-22 Nov-08-22

Exterior Stud Framing & Sheathing 25 Oct-19-22 Nov-22-22

Face Brick 25 Nov-09-22 Dec-15-22

Roofing 20 Nov-23-22 Dec-22-22

Exterior Windows 15 Dec-16-22 Jan-09-23

Exterior Entrances 15 Dec-23-22 Jan-16-23

EIFS 20 Mar-28-23 Apr-24-23

Interior Build Out 434 Jun-06-22 Feb-12-24

Classroom, Gym and Locker Addition (Unit G, H & J) 170 Dec-23-22 Aug-22-23

Underground Utilities 15 Dec-23-22 Jan-16-23

Slab on Grade 15 Jan-17-23 Feb-06-23

Interior CMU Walls 15 Feb-07-23 Feb-27-23

Interior Metal Stud Framing 20 Feb-07-23 Mar-06-23

Ductwork 25 Feb-07-23 Mar-13-23

In-Wall Electrical Rough-ins 20 Feb-07-23 Mar-06-23

Drywall & Tape 25 Mar-07-23 Apr-10-23

Overhead Mechanical Piping 20 Mar-14-23 Apr-10-23

Overhead Plumbing Piping 20 Mar-14-23 Apr-10-23

Overhead Electrical/Technology Rough-ins 20 Mar-14-23 Apr-10-23

Painting 25 Apr-11-23 May-15-23

Ceilings 20 May-16-23 Jun-12-23

Light Fixures 20 May-16-23 Jun-12-23

Diffusers and Grilles 20 May-16-23 Jun-12-23

Technology and Sound Equipment 20 May-16-23 Jun-12-23

Casework 20 Jun-13-23 Jul-11-23

Markerboards and Tackboards 15 Jun-13-23 Jul-03-23

Unit Ventilators 15 Jun-13-23 Jul-03-23

Plumbing Fixtures 5 Jul-12-23 Jul-18-23

Flooring 25 Jul-12-23 Aug-15-23

Doors and Hardware 25 Jul-12-23 Aug-15-23

Restrooms 105 Dec-23-22 May-22-23

Underground Utilites 10 Dec-23-22 Jan-09-23

Slab on Grade 5 Jan-10-23 Jan-16-23

Plumbing Rough-ins 10 Jan-17-23 Jan-30-23

Interior CMU Walls 15 Jan-31-23 Feb-20-23

Painting 10 Feb-21-23 Mar-06-23

Wall Tile 15 Mar-07-23 Mar-27-23

Ceilings 10 Mar-28-23 Apr-10-23

Light Fixtures 10 Mar-28-23 Apr-10-23

Diffusers and Grilles 10 Mar-28-23 Apr-10-23

Plumbing Fixtures 10 Apr-11-23 Apr-24-23

Flooring 10 Apr-25-23 May-08-23

Toilet Partitions 5 May-09-23 May-15-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul
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Activity Name Original
Duration

Start Finish

Toilet Accessories 5 May-16-23 May-22-23

Locker Rooms/Gymnasium 155 Jan-17-23 Aug-22-23

Underground Utilities 10 Jan-17-23 Jan-30-23

Slab on Grade 15 Jan-31-23 Feb-20-23

Plumbing Rough-ins 10 Feb-21-23 Mar-06-23

Ductwork 25 Feb-21-23 Mar-27-23

Interior CMU Walls 20 Mar-07-23 Apr-03-23

Overhead Fire Protection 15 Mar-28-23 Apr-17-23

Overhead Electrical Rough-ins 15 Apr-18-23 May-08-23

Painting 20 May-09-23 Jun-05-23

Wall Tile 10 May-23-23 Jun-05-23

Light Fixtures 20 May-23-23 Jun-19-23

Ceilings 10 May-23-23 Jun-05-23

Technology and Sound Equipment 10 May-23-23 Jun-05-23

Athletic Equipment 10 Jun-06-23 Jun-19-23

Plumbing Fixtures 10 Jun-06-23 Jun-19-23

Benches and Lockers 15 Jun-06-23 Jun-26-23

Doors and Hardware 5 Jun-06-23 Jun-12-23

Toilet Partitions 10 Jun-20-23 Jul-03-23

Athletic Wood Floor 25 Jun-20-23 Jul-25-23

Toilet Accessories 10 Jul-05-23 Jul-18-23

Flooring 15 Jul-26-23 Aug-15-23

Telescoping Bleachers 20 Jul-26-23 Aug-22-23

Mechanical/Electrical Rooms 130 Feb-07-23 Aug-08-23

Concrete Equipment Pads 10 Feb-07-23 Feb-20-23

Set Equipment 10 Feb-21-23 Mar-06-23

Electrical Distribution Equipment 10 Feb-21-23 Mar-06-23

Ductwork 15 Mar-07-23 Mar-27-23

Electrical Rough-ins 15 Mar-07-23 Mar-27-23

Mechanical Piping 20 Mar-28-23 Apr-24-23

Piping Insulation 15 Apr-25-23 May-15-23

Temperature Controls 60 May-16-23 Aug-08-23

Administration 125 Jun-13-22 Dec-08-22

Demolition 5 Jun-13-22 Jun-17-22

Underground Utilities and Floor Patch 15 Jun-20-22 Jul-11-22

Metal Stud Framing 15 Jul-12-22 Aug-01-22

Ductwork 15 Jul-12-22 Aug-01-22

In-Wall Electrical Rough-Ins 15 Jul-12-22 Aug-01-22

Overhead Piping 15 Aug-02-22 Aug-22-22

Overhead Electrical and Technology Feeds 15 Aug-02-22 Aug-22-22

Drywall and Tape 15 Aug-02-22 Aug-22-22

Painting 15 Aug-23-22 Sep-13-22

Ceilings 15 Sep-14-22 Oct-04-22

Light Fixtures 15 Sep-14-22 Oct-04-22

Diffusers and Grilles 15 Sep-14-22 Oct-04-22

Casework and Millwork 5 Oct-05-22 Oct-11-22

Plumbing Fixtures 5 Oct-12-22 Oct-18-22

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul
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Activity Name Original
Duration

Start Finish

Toilet Accessories 5 Oct-19-22 Oct-25-22

Wall Coverings 10 Oct-26-22 Nov-08-22

Flooring 20 Nov-09-22 Dec-08-22

Doors and Hardware 5 Nov-09-22 Nov-15-22

Media Center 44 Jun-06-22 Aug-05-22

Demolition 5 Jun-06-22 Jun-10-22

Underground Utilities and Floor Patch 10 Jun-13-22 Jun-24-22

Metal Stud Framing 10 Jun-16-22 Jun-29-22

Ductwork 15 Jun-16-22 Jul-07-22

In-Wall Electrical Rough-Ins 10 Jun-16-22 Jun-29-22

Drywall and Tape 10 Jun-20-22 Jul-01-22

Overhead Piping 10 Jun-21-22 Jul-05-22

Overhead Electrical and Technology Feeds 10 Jun-21-22 Jul-05-22

Interior CMU Walls 10 Jun-27-22 Jul-11-22

Painting 5 Jul-12-22 Jul-18-22

Ceilings 10 Jul-14-22 Jul-27-22

Light Fixtures 10 Jul-14-22 Jul-27-22

Diffusers and Grilles 10 Jul-14-22 Jul-27-22

Casework and Millwork 5 Jul-19-22 Jul-25-22

Flooring 10 Jul-25-22 Aug-05-22

Plumbing Fixtures 3 Jul-26-22 Jul-28-22

Toilet Accessories 3 Jul-29-22 Aug-02-22

Doors and Hardware 5 Jul-29-22 Aug-04-22

Classroom C.1 135 Jun-20-22 Dec-30-22

Demolition 15 Jun-20-22 Jul-11-22

Underground Utilities and Floor Patch 10 Jul-12-22 Jul-25-22

Metal Stud Framing 15 Jul-26-22 Aug-15-22

Ductwork 15 Jul-26-22 Aug-15-22

In-Wall Electrical Rough-Ins 15 Jul-26-22 Aug-15-22

Overhead Piping 15 Aug-16-22 Sep-06-22

Overhead Electrical and Technology Feeds 15 Aug-16-22 Sep-06-22

Drywall and Tape 15 Aug-16-22 Sep-06-22

Painting 15 Sep-07-22 Sep-27-22

Set Unit Ventilators 5 Sep-28-22 Oct-04-22

Ceilings 15 Oct-05-22 Oct-25-22

Light Fixtures 15 Oct-05-22 Oct-25-22

Diffusers and Grilles 15 Oct-05-22 Oct-25-22

Casework and Millwork 10 Oct-26-22 Nov-08-22

Plumbing Fixtures 5 Nov-09-22 Nov-15-22

Toilet Accessories 5 Nov-16-22 Nov-22-22

Flooring 20 Nov-23-22 Dec-22-22

Doors and Hardware 5 Nov-23-22 Dec-01-22

Owner Turnover 5 Dec-23-22 Dec-30-22

Music/Band 105 Jan-03-23 May-29-23

Demolition 10 Jan-03-23 Jan-16-23

Underground Utilities and Floor Patch 10 Jan-17-23 Jan-30-23

Metal Stud Framing 10 Jan-31-23 Feb-13-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024
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Flooring

Doors and Hardware
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In-Wall Electrical Rough-Ins

Drywall and Tape

Overhead Piping

Overhead Electrical and Technology Feeds

Interior CMU Walls

Painting

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Flooring

Plumbing Fixtures

Toilet Accessories

Doors and Hardware
Classroom C.1

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Painting

Set Unit Ventilators

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Flooring

Doors and Hardware

Owner Turnover
Music/Band

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing
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Remaining Work
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Milestone

Summary
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Activity Name Original
Duration

Start Finish

Ductwork 10 Jan-31-23 Feb-13-23

In-Wall Electrical Rough-Ins 10 Jan-31-23 Feb-13-23

Overhead Piping 10 Feb-14-23 Feb-27-23

Overhead Electrical and Technology Feeds 10 Feb-14-23 Feb-27-23

Drywall and Tape 15 Feb-14-23 Mar-06-23

Painting 10 Mar-07-23 Mar-20-23

Ceilings 15 Mar-21-23 Apr-10-23

Light Fixtures 15 Mar-21-23 Apr-10-23

Diffusers and Grilles 15 Mar-21-23 Apr-10-23

Casework and Millwork 10 Apr-11-23 Apr-24-23

Markerboards and Tackboards 5 Apr-11-23 Apr-17-23

Acoustical Wall Panels 10 Apr-11-23 Apr-24-23

Flooring 20 Apr-25-23 May-22-23

Doors and Hardware 5 Apr-25-23 May-01-23

Restrooms 85 Jan-31-23 May-29-23

Underground Utilites 10 Jan-31-23 Feb-13-23

Slab on Grade 5 Feb-14-23 Feb-20-23

Plumbing Rough-ins 10 Feb-21-23 Mar-06-23

Interior CMU Walls 15 Feb-28-23 Mar-20-23

Painting 10 Mar-07-23 Mar-20-23

Wall Tile 15 Mar-21-23 Apr-10-23

Ceilings 10 Apr-04-23 Apr-17-23

Light Fixtures 10 Apr-04-23 Apr-17-23

Diffusers and Grilles 10 Apr-04-23 Apr-17-23

Plumbing Fixtures 10 Apr-18-23 May-01-23

Flooring 10 May-02-23 May-15-23

Toilet Partitions 5 May-16-23 May-22-23

Toilet Accessories 5 May-23-23 May-29-23

Classroom C.2 60 Jan-03-23 Mar-27-23

Demolition 5 Jan-03-23 Jan-09-23

Underground Utilities and Floor Patch 5 Jan-10-23 Jan-16-23

Metal Stud Framing 5 Jan-17-23 Jan-23-23

Ductwork 10 Jan-17-23 Jan-30-23

In-Wall Electrical Rough-Ins 5 Jan-17-23 Jan-23-23

Overhead Piping 5 Jan-31-23 Feb-06-23

Overhead Electrical and Technology Feeds 5 Jan-31-23 Feb-06-23

Drywall and Tape 5 Jan-31-23 Feb-06-23

Painting 5 Feb-07-23 Feb-13-23

Ceilings 5 Feb-14-23 Feb-20-23

Light Fixtures 5 Feb-14-23 Feb-20-23

Diffusers and Grilles 5 Feb-14-23 Feb-20-23

Set Unit Ventilators 5 Feb-14-23 Feb-20-23

Casework and Millwork 5 Feb-21-23 Feb-27-23

Plumbing Fixtures 5 Feb-28-23 Mar-06-23

Toilet Accessories 5 Mar-07-23 Mar-13-23

Flooring 5 Mar-14-23 Mar-20-23

Doors and Hardware 5 Mar-14-23 Mar-20-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape
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Plumbing Rough-ins
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Painting

Wall Tile

Ceilings

Light Fixtures

Diffusers and Grilles

Plumbing Fixtures

Flooring

Toilet Partitions

Toilet Accessories
Classroom C.2

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Painting

Ceilings

Light Fixtures

Diffusers and Grilles

Set Unit Ventilators

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Flooring

Doors and Hardware

Actual Work
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Summary
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Activity Name Original
Duration

Start Finish

Owner Turnover 5 Mar-21-23 Mar-27-23

Classroom C.3 70 Mar-28-23 Jul-03-23

Demolition 5 Mar-28-23 Apr-03-23

Underground Utilities and Floor Patch 10 Apr-04-23 Apr-17-23

Metal Stud Framing 5 Apr-18-23 Apr-24-23

Ductwork 10 Apr-18-23 May-01-23

In-Wall Electrical Rough-Ins 5 Apr-18-23 Apr-24-23

Overhead Piping 10 May-02-23 May-15-23

Overhead Electrical and Technology Feeds 10 May-02-23 May-15-23

Drywall and Tape 5 May-02-23 May-08-23

Painting 5 May-09-23 May-15-23

Set Unit Ventilators 5 May-16-23 May-22-23

Ceilings 5 May-23-23 May-29-23

Light Fixtures 5 May-23-23 May-29-23

Diffusers and Grilles 5 May-23-23 May-29-23

Casework and Millwork 5 May-30-23 Jun-05-23

Plumbing Fixtures 5 Jun-06-23 Jun-12-23

Toilet Accessories 5 Jun-13-23 Jun-19-23

Flooring 5 Jun-20-23 Jun-26-23

Doors and Hardware 5 Jun-20-23 Jun-26-23

Owner Turnover 5 Jun-27-23 Jul-03-23

Cafeteria/Multi Purpose 44 Jun-05-23 Aug-04-23

Demolition 5 Jun-05-23 Jun-09-23

Underground Utilities and Floor Patch 10 Jun-12-23 Jun-23-23

Terrazzo 15 Jun-12-23 Jun-30-23

Metal Stud Framing 5 Jun-21-23 Jun-27-23

In-Wall Electrical Rough-Ins 5 Jun-21-23 Jun-27-23

Ductwork 5 Jun-26-23 Jun-30-23

Overhead Piping 5 Jun-26-23 Jun-30-23

Overhead Electrical and Technology Feeds 5 Jun-26-23 Jun-30-23

Interior CMU Walls 10 Jun-26-23 Jul-10-23

Drywall and Tape 5 Jun-28-23 Jul-05-23

Painting 10 Jul-06-23 Jul-19-23

Ceilings 8 Jul-12-23 Jul-21-23

Light Fixtures 8 Jul-12-23 Jul-21-23

Diffusers and Grilles 8 Jul-12-23 Jul-21-23

Casework and Millwork 5 Jul-24-23 Jul-28-23

Plumbing Fixtures 5 Jul-24-23 Jul-28-23

Toilet Partitions and  Accessories 10 Jul-24-23 Aug-04-23

Acoustical Wall Panels 5 Jul-24-23 Jul-28-23

Flooring 10 Jul-24-23 Aug-04-23

Doors and Hardware 5 Jul-31-23 Aug-04-23

Kitchen 80 Jun-05-23 Sep-25-23

Demolition 5 Jun-05-23 Jun-09-23

Underground Utilities and Floor Patch 10 Jun-12-23 Jun-23-23

Metal Stud Framing 5 Jun-26-23 Jun-30-23

Ductwork and Kitchen Hood 10 Jun-26-23 Jul-10-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024

Owner Turnover
Classroom C.3

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Painting

Set Unit Ventilators

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Flooring

Doors and Hardware

Owner Turnover
Cafeteria/Multi Purpose

Demolition

Underground Utilities and Floor Patch

Terrazzo

Metal Stud Framing

In-Wall Electrical Rough-Ins

Ductwork

Overhead Piping

Overhead Electrical and Technology Feeds

Interior CMU Walls

Drywall and Tape

Painting

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Partitions and  Accessories

Acoustical Wall Panels

Flooring

Doors and Hardware
Kitchen

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork and Kitchen Hood

Actual Work

Remaining Work

Critical Remaining Work

Milestone

Summary
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Activity Name Original
Duration

Start Finish

In-Wall Electrical Rough-Ins 5 Jun-26-23 Jun-30-23

Interior CMU Walls 10 Jun-26-23 Jul-10-23

Overhead Piping 5 Jul-11-23 Jul-17-23

Overhead Electrical and Technology Feeds 5 Jul-11-23 Jul-17-23

Drywall and Tape 5 Jul-11-23 Jul-17-23

Set Cooler/Freezer 5 Jul-11-23 Jul-17-23

Painting 5 Jul-18-23 Jul-24-23

Ceilings 5 Jul-25-23 Jul-31-23

Light Fixtures 5 Jul-25-23 Jul-31-23

Diffusers and Grilles 5 Jul-25-23 Jul-31-23

Casework and Millwork 5 Aug-01-23 Aug-07-23

Plumbing Fixtures 5 Aug-08-23 Aug-14-23

Toilet Accessories 5 Aug-15-23 Aug-21-23

Flooring 15 Aug-22-23 Sep-11-23

Doors and Hardware 5 Aug-22-23 Aug-28-23

Kichen Equipment 10 Sep-12-23 Sep-25-23

Gymnasium and Locker Room Renovation 65 Jun-05-23 Sep-04-23

Demolition 10 Jun-05-23 Jun-16-23

Underground Utilities and Floor Patch 10 Jun-19-23 Jun-30-23

Plumbing Rough-ins 10 Jul-03-23 Jul-17-23

Ductwork 15 Jul-03-23 Jul-24-23

Interior CMU Walls 10 Jul-11-23 Jul-24-23

Overhead Fire Protection 10 Jul-11-23 Jul-24-23

Overhead Electrical Rough-ins 10 Jul-11-23 Jul-24-23

Painting 10 Jul-25-23 Aug-07-23

Wall Tile 10 Jul-25-23 Aug-07-23

Light Fixtures 10 Jul-25-23 Aug-07-23

Ceilings 10 Jul-25-23 Aug-07-23

Technology and Sound Equipment 10 Jul-25-23 Aug-07-23

Telescoping Bleachers 20 Jul-25-23 Aug-21-23

Athletic Equipment 5 Aug-08-23 Aug-14-23

Plumbing Fixtures 10 Aug-08-23 Aug-21-23

Benches and Lockers 10 Aug-08-23 Aug-21-23

Doors and Hardware 5 Aug-08-23 Aug-14-23

Flooring 15 Aug-08-23 Aug-28-23

Toilet Partitions 10 Aug-22-23 Sep-04-23

Toilet Accessories 10 Aug-22-23 Sep-04-23

Classroom D.1 90 Jun-05-23 Oct-09-23

Demolition 10 Jun-05-23 Jun-16-23

Underground Utilities and Floor Patch 10 Jun-19-23 Jun-30-23

Metal Stud Framing 10 Jul-03-23 Jul-17-23

Ductwork 10 Jul-03-23 Jul-17-23

In-Wall Electrical Rough-Ins 10 Jul-03-23 Jul-17-23

Overhead Piping 10 Jul-18-23 Jul-31-23

Overhead Electrical and Technology Feeds 10 Jul-18-23 Jul-31-23

Drywall and Tape 10 Jul-18-23 Jul-31-23

Painting 10 Aug-01-23 Aug-14-23

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024

In-Wall Electrical Rough-Ins

Interior CMU Walls

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Set Cooler/Freezer

Painting

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Flooring

Doors and Hardware

Kichen Equipment
Gymnasium and Locker Room Renovation

Demolition

Underground Utilities and Floor Patch

Plumbing Rough-ins

Ductwork

Interior CMU Walls

Overhead Fire Protection

Overhead Electrical Rough-ins

Painting

Wall Tile

Light Fixtures

Ceilings

Technology and Sound Equipment

Telescoping Bleachers

Athletic Equipment

Plumbing Fixtures

Benches and Lockers

Doors and Hardware

Flooring

Toilet Partitions

Toilet Accessories
Classroom D.1

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Painting

Actual Work

Remaining Work

Critical Remaining Work

Milestone

Summary
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Activity Name Original
Duration

Start Finish

Set Unit Ventilators 5 Aug-15-23 Aug-21-23

Ceilings 5 Aug-22-23 Aug-28-23

Light Fixtures 5 Aug-22-23 Aug-28-23

Diffusers and Grilles 5 Aug-22-23 Aug-28-23

Casework and Millwork 5 Aug-29-23 Sep-04-23

Plumbing Fixtures 5 Sep-05-23 Sep-11-23

Toilet Accessories 5 Sep-12-23 Sep-18-23

Wall Coverings 5 Sep-19-23 Sep-25-23

Flooring 5 Sep-26-23 Oct-02-23

Doors and Hardware 5 Sep-26-23 Oct-02-23

Owner Turnover 5 Oct-03-23 Oct-09-23

Classroom D.2 90 Oct-10-23 Feb-12-24

Demolition 10 Oct-10-23 Oct-23-23

Underground Utilities and Floor Patch 5 Oct-24-23 Oct-30-23

Metal Stud Framing 10 Oct-31-23 Nov-13-23

Ductwork 10 Oct-31-23 Nov-13-23

In-Wall Electrical Rough-Ins 5 Oct-31-23 Nov-06-23

Overhead Piping 10 Nov-14-23 Nov-27-23

Overhead Electrical and Technology Feeds 10 Nov-14-23 Nov-27-23

Drywall and Tape 10 Nov-14-23 Nov-27-23

Painting 10 Nov-28-23 Dec-11-23

Set Unit Ventilators 5 Dec-12-23 Dec-18-23

Ceilings 10 Dec-19-23 Jan-01-24

Light Fixtures 5 Dec-19-23 Dec-25-23

Diffusers and Grilles 5 Dec-19-23 Dec-25-23

Casework and Millwork 5 Jan-02-24 Jan-08-24

Plumbing Fixtures 5 Jan-09-24 Jan-15-24

Toilet Accessories 4 Jan-16-24 Jan-19-24

Wall Coverings 4 Jan-16-24 Jan-19-24

Flooring 5 Jan-22-24 Jan-26-24

Doors and Hardware 5 Jan-22-24 Jan-26-24

Owner Turnover 5 Jan-29-24 Feb-02-24

Restrooms 75 Oct-31-23 Feb-12-24

Underground Utilites 5 Oct-31-23 Nov-06-23

Slab on Grade 5 Nov-07-23 Nov-13-23

Plumbing Rough-ins 10 Nov-14-23 Nov-27-23

Interior CMU Walls 10 Nov-21-23 Dec-04-23

Painting 10 Nov-28-23 Dec-11-23

Wall Tile 15 Dec-12-23 Jan-01-24

Ceilings 10 Dec-26-23 Jan-08-24

Light Fixtures 10 Dec-26-23 Jan-08-24

Diffusers and Grilles 10 Dec-26-23 Jan-08-24

Plumbing Fixtures 10 Jan-09-24 Jan-22-24

Flooring 10 Jan-23-24 Feb-05-24

Toilet Partitions 5 Feb-06-24 Feb-12-24

Toilet Accessories 5 Feb-06-24 Feb-12-24

Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul

2022 2023 2024

Set Unit Ventilators

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Wall Coverings

Flooring

Doors and Hardware

Owner Turnover
Classroom D.2

Demolition

Underground Utilities and Floor Patch

Metal Stud Framing

Ductwork

In-Wall Electrical Rough-Ins

Overhead Piping

Overhead Electrical and Technology Feeds

Drywall and Tape

Painting

Set Unit Ventilators

Ceilings

Light Fixtures

Diffusers and Grilles

Casework and Millwork

Plumbing Fixtures

Toilet Accessories

Wall Coverings

Flooring

Doors and Hardware

Owner Turnover
Restrooms

Underground Utilites

Slab on Grade

Plumbing Rough-ins

Interior CMU Walls

Painting

Wall Tile

Ceilings

Light Fixtures

Diffusers and Grilles

Plumbing Fixtures

Flooring

Toilet Partitions

Toilet Accessories

Actual Work

Remaining Work

Critical Remaining Work

Milestone

Summary
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21-139 
 

MAY 12, 2022 AD.03-1 

ADDENDUM THREE 

Addendum Three (AD.03) to the drawings and specifications prepared by Gibraltar 
Design for Liberty Intermediate School Additions and Renovations for Duneland School 
Corporation, Chesterton, Indiana. 

All Contractors bidding on this project shall read all of the items covered below and shall 
comply with all of the requirements as set forth, including any necessary refinements or 
additions generated by this Addendum and required by the intent of the original 
contract documents. All Contractors shall acknowledge on their bid form that they have 
received this Addendum, and Addendum One and Two, and include the appropriate 
content of same within their bid proposal. 

 

SPECIFICATIONS 
1. Specification Section 09 84 00 Acoustic Wall Panels 

A. Cardinal Acoustics is hereby approved to bid Cardinal Acoustics Complete Acoustic 
Wall Panels for this project. All requirements of the Drawings and Specifications shall be 
met, including the color selections. 

2. Specification Section 11 40 00 Foodservice Equipment 
A. Item #32 – Revise in its entirety to read as follows: 

 
 ITEM #32        COMBI OVEN/STEAMER (10 PAN):  

   MFGR: Existing Rational #CD102/05 
   MODEL: Serial# E12DD01051046942 
   QUANTITY: One (1) 

 
NOTE:  Existing Item to be reused and relocated to new kitchen per Foodservice 
documents. KEC responsible for secured offsite storage at their facility during 
construction. Refer to Section 11 40 00, Page 24 3.08, Existing Equipment, for 
more information.” 

B. Item #36 – Revise in its entirety to read: 

 ITEM #36        COMBI OVEN/STEAMER (20 PAN) 
   MFGR: Existing Rational #CD202 
   MODEL: Serial # E22DA98029004 
   QUANTITY: One (1) 

 
NOTE:  Existing Item to be reused and relocated to new kitchen per Foodservice 
documents. KEC responsible for secured offsite storage at their facility during 
construction. Refer to Section 11 40 00, Page 24 3.08, Existing Equipment, for 
more information.” 

C. Item #38 – Revise in its entirety to read as follows: 

ITEM #38 COMBI OVEN/STEAMER (20 PAN)    
MFGR: Rational or Approved Equal 
MODEL: ICC-20-FULL G 
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QUANTITY: One (1) 
 

Provide and set in place one (1) only combi oven/steamer per plan. To include: 
 

a.  Provide unit with full installation and one (1) only installation kit. 
b.  One (1) only Chef assistance program.   

 c.  One (1) only 1900.1150US water filtration system, including installation.  
 d.  Ten (10) additional 6010.2101 stainless steel grids.  
 e.  Twenty (20) only 6019.1150 wire fry baskets.  

f.   Door hinged per plan. 
g.  Provide unit with Rational cleaning solutions for one-year of normal use per 
     manufacturer’s recommendations. 
 

D. Item #104 High Speed Microwave:  Add Note: 

“NOTE:  Existing Item to be reused and relocated to new kitchen per Foodservice 
documents. KEC responsible for secured offsite storage at their facility during 
construction. Refer to Section 11 40 00, Page 24 3.08, Existing Equipment, for more 
information.” 

3. Specification Section 12 32 18 Music Casework 
Delete Paragraphs 2.1 B and 2.1 C in their entirety. 

 

DRAWINGS 
4. Sheets C-1.1, C-2.0, C-3.0, C-3.1  

A. Refer to Four (4) revised full-size drawings, included in this Addendum, for revisions. 

5. Sheets S-200, S-203, S-204, S-415, S-420  
A. Refer to Five (5) revised full-size drawings, included in this Addendum, for revisions. 

6. Sheets AD101, AD105, AD106  
A. Refer to Three (3) revised full-size drawings, included in this Addendum, for revisions. 

7. Sheets A-101, A-105, A-106, A-107, A-109  
A. Refer to Five (5) revised full-size drawings, included in this Addendum, for revisions. 

8. Sheets A-301, A-302, A-303, A-304   
A. Refer to Four (4) revised full-size drawings, included in this Addendum, for revisions. 

9. Sheets A-415, A-418   
A. Refer to Two (2) revised full-size drawings, included in this Addendum, for revisions. 

10. Sheets A-421, A-422  
A. Refer to Two (2) revised full-size drawings, included in this Addendum, for revisions. 

11. Sheet A-501, A-502  
A. Refer to Two (2) revised full-size drawings, included in this Addendum, for revisions. 

12. Sheets A-601, A-602, A-603, A-604, A-605, A-610  
A. Refer to Six (6) revised full-size drawings, included in this Addendum, for revisions. 
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13. Sheets A-801, A-805, A-806, A-820    
A. Refer to Four (4) revised full-size drawings included in this Addendum, for revisions. 

14. Sheet E-002  
A. Refer to revised full-size drawing, included in this Addendum, for new connections 

revised and temporary transformer added. 

15. Sheet ED-103, ED-104, ED-105  
A. Refer to Three (3) revised full-size drawings, included in this Addendum, for revised 

existing tags to demo. 

16. Sheet ED-106  
A. Refer to revised full-size drawing, included in this Addendum, for revised existing 

communication devices to demo. 

17. Sheet EL-105  
A. Refer to revised full-size drawing, included in this Addendum, for exit signs revised in 

Rooms E-122 and E-113. 

18. Sheet EL-106  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Revised Gym panelboards. 

2. Deleted stage lighting cabinet. 

19. Sheet EP-101, EP102, EP103, EP105  
A. Refer to Four (4) revised full-size drawings, included in this Addendum, for revised 

corridors with new devices. 

20. Sheet EP106  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Revised Gym panelboards. 

2. Deleted stage lighting cabinet. 

21. Sheet EP108  
A. Refer to revised full-size drawing, included in this Addendum, for revised courtyard with 

new fire alarm layout. 

22. Sheets TD100, TD101, TD102, TD103, TD104, TD105, TD106  
A. Refer to Seven (7) revised full-size drawings, included in this Addendum, for irrelevant 

construction layer removed. 

23. Sheet T-100  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

24. Sheet T-101  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 
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3. Room A-102:  Add Card Reader (CR) to exterior door. 

4. Room A-130:  Remove access control devices from door. 

25. Sheet T-102  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Vestibule BC-100: 

a. Move Video Intercom Station (VIS) from vestibule to exterior entrance. 

b. Add Door Release (DR) function to entrance door. 

4. Reception B-105:  Add Door Release button (DR) to reception desk. 

5. Room B-139: Remove access control devices from door. 

26. Sheet T-103  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Room C-101:  Remove access control devices from door. 

27. Sheet T-104  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Room D-124:  Remove access control devices from door. 

28. Sheet T-105  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Widened view range plan west to encompass corridor. 

4. Room E-107:  Remove access control devices from door. 

29. Sheet T-106  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

30. Sheet T-107  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Room E-107:  Remove access control devices from door. 



 
Liberty Intermediate School  
Additions and Renovations 

21-139 
 

MAY 12, 2022 AD.03-5 

31. Sheets T-108 and T-109  
A. Refer to Two (2) revised full-size drawing, included in this Addendum, for the following 

revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Room J-137:  Remove access control devices from door. 

32. Sheet T-110  
A. Refer to revised full-size drawing, included in this Addendum, for the following revisions. 

1. Added Plan Note. 

2. Repaired non-printing plan notes. 

3. Added missing Room names and numbers. 

 

Pages 1 through 5, inclusive, and Sixty-Eight (68) Full-Size Drawings, constitute the total 
makeup of Addendum Three. 

 

 
________________________________________ 
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1. REF. S001 FOR STRUCTURAL NOTES, DESIGN DATA, SCHEDULES & LEGENDS.
2. REF. THE S410 SERIES FOR TYPICAL FRAMING DETAILS.
3. ALL CONTRACTORS ARE REQUIRED TO COORDINATE THEIR WORK WITH ALL DISCIPLINES 

TO AVOID CONFLICTS.  THE MECHANICAL, ELECTRICAL, AND PLUMBING ASPECTS ARE NOT 
IN THE SCOPE OF THESE DRAWINGS.  THEREFORE, ALL REQUIRED MATERIALS AND WORK 
MAY NOT BE INDICATED. 

4. ALL ELEVATIONS ARE REFERENCED FROM THE FIRST FLOOR FIN. FLOOR ELEVATION +0'-0".  
COORD. USGS ELEVATION WITH CIVIL DWGS.

5. SEE FOUNDATION PLANS FOR SIZES OF STEEL COLUMNS SUPPORTED ON FOUNDATIONS.
6. ALL EXISTING FRAMING (JOISTS & BEAMS SUPPORTED BY LOAD BEARING WALLS, CMU 

ABOVE OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING 
CONSTRUCTION AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS 
RESPONSIBLE FOR ALL SHORING DESIGN AND IMPLEMENTATION.

7. REF. S430 FOR TYPICAL MASONRY DETAILS
8. INSTALL CONTINUOUS BENT PLATE/ANGLE POUR STOPS AT ALL ELEVATED SLAB-ON-DECK 

PERIMETER EDGES AND AROUND ALL INTERIOR FLOOR OPENINGS (BOTH SHOWN AND 
NOT SHOWN). SEE DETAIL 14/S410.

9. INSTALL CONTINUOUS ANGLES AT ALL PERIMETER ROOF EDGES. SEE DETAIL 3/S410 FOR 
ATTACHEMENT TO BEAM AND FOR ALL CONDITIONS NO SPECIFICALLY DEFINED IN 
FRAMING SECTIONS.

10. INSTALL CONTINUOUS CONCRETE CURBS PER DETAIL 9/S410 AROUND THE PERIMETER OF 
ALL MECHANICAL ROOMS AND AROUND FLOOR PENETRATIOSN BOTH SHOWN AND NOW 
SHOWN INCLUDING STEEL COLUMN PENETRATIONS.

11. ALL WALLS SHALL BE LAID OUT FROM THE ARCHITECTURAL DRAWINGS.
12. REF. ARCH. DRAWINGS. FOR ALL DIMENSIONS NOT SHOWN.  CONTRACTOR SHALL VERIFY 

ALL DIMENSIONS PRIOR TO CONSTRUCTION AND IMMEDIATELY NOTIFY 
ARCHITECT/ENGINEER OF ANY DISCREPANCIES.

13. COORDINATE EXACT SIZE & LOCATION OF ANY MECHANICAL OPENINGS IN FLOOR SLAB, 
ROOF DECK, OR WALLS WITH THE MEP CONTRACTOR(S).  LOCATION & SIZE OF ALL DUCT 
OPENINGS, GRILLES, ETC. SHALL BE VERIFIED PRIOR TO CONSTRUCTION.

14. ALL ELEVATIONS SHOWN ON PLAN INDICATE TOP OF STEEL BEAM UNLESS NOTED 
OTHERWISE.

15. PROVIDE CHANNEL FRAMES AT ALL SUPPORTED SLAB OPENINGS PER TYPICAL DETAIL ON 
S410.  COORDINATE EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE APPROPRIATE 
CONTRACTORS & THE ARCH. & MEP DRAWINGS.

16. PROVIDE FRAMES AT ALL ROOF DRAINS, ROOF HATCHES & OTHER ROOF OPENINGS PER 
TYPICAL DETAILS ON S410.  COORD. EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE 
APPROPRIATE CONTRACTORS & THE ARCH. & MEP DWGS.

17. PROVIDE CMU REINFORCING AS NOTED ON PLANS.  IF NOT SHOWN ON PLANS OR DETAILS, 
MINIMUM CMU WALL REINFORCING TO BE #5 VERTS @ 48" O.C.  PROVIDE OPEN-CORE 
BOND BEAMS AT TOPS OF WALLS, AT CHANGES IN CMU THICKNESS, AND WHERE 
INDICATED ON PLANS & SECTIONS (10'-0" O.C. MAX VERTICAL SPACING).  PROVIDE 1/2 OF 
INTERRUPTED VERTICALS AT JAMBS OF OPENINGS AND PROVIDE ADDITIONAL VERT'S. AT 
ENDS OF WALLS.

18. ALL MASONRY BOND BEAMS, OTHER THAN BOND BEAM LINTELS OVER OPENINGS, SHALL 
BE "OPEN-CORE" BOND BEAMS TO ALLOW VERTICAL REINFORCING TO PASS THROUGH, 
UNLESS NOTED OTHERWISE.

19. REF. ARCH. DWGS. FOR MASONRY CONTROL & EXPANSION JOINT LOCATIONS.
20. ALL HORIZONTAL AND DIAGONAL BRIDGING FOR STEEL JOISTS SHALL BE DESIGNED, 

LOCATED & PROVIDED BY THE JOIST SUPPLIER PER SJI SPECIFICATIONS.
21. FOR ESTIMATING AND BIDDING PURPOSES ONLY, ASSUME AN ADDITIONAL 1/2" THICKNESS 

OF CONCRETE WILL BE NECESSARY FOR ALL ELEVATED SLABS ON METAL DECK.  THE 
INTENT OF THIS REQUIREMENT IS TO ACCOUNT FOR ANTICIPATED DEAD LOAD 
DEFLECTIONS IN THE SUPPORTING STRUCTURE.  THE FINISHED SLAB SHALL MEET THE 
FLATNESS REQUIREMENTS DEFINED IN THE SPECIFICATION.

22. WHERE EXTERIOR BEAMS PENETRATE THE EXTERIOR INSULATION BARRIER, SPRAY 
BEAMS w/ TNEMEC "AEROLON" THERMAL INSULATION COATING FOR 3'-0" ON EXTERIOR 
SIDE AND 3'-0" ON INTERIOR SIDE.

23. ALL EXISTING FRAMING (JOIST SUPPORTING BY LOAD BEARING WALLS, CMU ABOVE NEW 
OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING CONSTRUCTION 
AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS RESPONSIBLE FOR ALL 
SHORING DESIGN AND IMPLEMENTATION.

24. PLAN LEGEND:

F.F. DENOTES FIN. FLOOR

T/'X' DENOTES TOP OF STEEL, SLAB, ETC.

B/'X' DENOTES BOTTOM OF LINTEL, ETC.

E.O.S. DENOTES EDGE OF SLAB (MEASURED FROM BEAM C.L.) 
(or EOS) SEE TYPICAL DETAIL A/S-410

E.O.D. DENOTES EDGE OF DECK (MEASURED FROM BEAM C.L.) 
(or EOD) NOTE: PERIMETER ROOF ANGLE/BENT PL NOT REQUIRED

E.O.L. DENOTES EDGE OF ANGLE (MEASURED FROM 
(or EOL) BEAM C.L.) SEE TYPICAL DETAIL B/S-410

DENOTES 1 1/2", 20 GA. GALVANIZED COMPOSITE DECK w/ 2½" NW CONC 
SLAB w/ 6x6-W2.1xW2.1 WWF, TOTAL 't' = 4". REF. DETAIL 2/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED WIDE RIB STEEL ROOF 
DECK.  REF. DETAIL 1/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED ACOUSTICAL WIDE RIB 
STEEL ROOF DECK.  REF. DETAIL 3/S410.

DENOTES BEAM-THRU-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES CANTILEVER-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES BRACED FRAME LOCATION

DENOTES APPROX. LOCATION OF OPENING IN DECK/SLAB. REF. 
DETAILS ON S410 FOR TYPICAL OPENING FRAMES. FOR MULTIPLE 
CLOSELY SPACED OPENINGS, TREAT AS ONE LARGE OPENING.

23. WIDE-FLANGE BEAM & GIRDER NOTATION:

BEAM REACTIONS SHOWN IN KIPS TO BE USED FOR DESIGN OF SHEAR CONNECTION BY 
STEEL FABRICATOR'S SSE (ALLOWABLE STRESS DESIGN / LOADS UNFACTORED).

REF. THE STEEL CONNECTION NOTES ON S001 FOR DESIGN OF CONNECTIONS AT BEAMS 
& GIRDERS WITH NO REACTION SHOWN. 

TYPICAL COMPOSITE BEAM DIAGRAM

W16x31  (16) 

NO. OF ¾" DIA. x 4⅜" LONG 
SHEAR CONNECTOR STUDS 
SPACED UNIFORMLY ALONG 
FULL LENGTH OF BEAM

STEEL BEAM SIZE
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1. REF. S001 FOR STRUCTURAL NOTES, DESIGN DATA, SCHEDULES & LEGENDS.
2. REF. THE S410 SERIES FOR TYPICAL FRAMING DETAILS.
3. ALL CONTRACTORS ARE REQUIRED TO COORDINATE THEIR WORK WITH ALL DISCIPLINES 

TO AVOID CONFLICTS.  THE MECHANICAL, ELECTRICAL, AND PLUMBING ASPECTS ARE NOT 
IN THE SCOPE OF THESE DRAWINGS.  THEREFORE, ALL REQUIRED MATERIALS AND WORK 
MAY NOT BE INDICATED. 

4. ALL ELEVATIONS ARE REFERENCED FROM THE FIRST FLOOR FIN. FLOOR ELEVATION +0'-0".  
COORD. USGS ELEVATION WITH CIVIL DWGS.

5. SEE FOUNDATION PLANS FOR SIZES OF STEEL COLUMNS SUPPORTED ON FOUNDATIONS.
6. ALL EXISTING FRAMING (JOISTS & BEAMS SUPPORTED BY LOAD BEARING WALLS, CMU 

ABOVE OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING 
CONSTRUCTION AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS 
RESPONSIBLE FOR ALL SHORING DESIGN AND IMPLEMENTATION.

7. REF. S430 FOR TYPICAL MASONRY DETAILS
8. INSTALL CONTINUOUS BENT PLATE/ANGLE POUR STOPS AT ALL ELEVATED SLAB-ON-DECK 

PERIMETER EDGES AND AROUND ALL INTERIOR FLOOR OPENINGS (BOTH SHOWN AND 
NOT SHOWN). SEE DETAIL 14/S410.

9. INSTALL CONTINUOUS ANGLES AT ALL PERIMETER ROOF EDGES. SEE DETAIL 3/S410 FOR 
ATTACHEMENT TO BEAM AND FOR ALL CONDITIONS NO SPECIFICALLY DEFINED IN 
FRAMING SECTIONS.

10. INSTALL CONTINUOUS CONCRETE CURBS PER DETAIL 9/S410 AROUND THE PERIMETER OF 
ALL MECHANICAL ROOMS AND AROUND FLOOR PENETRATIOSN BOTH SHOWN AND NOW 
SHOWN INCLUDING STEEL COLUMN PENETRATIONS.

11. ALL WALLS SHALL BE LAID OUT FROM THE ARCHITECTURAL DRAWINGS.
12. REF. ARCH. DRAWINGS. FOR ALL DIMENSIONS NOT SHOWN.  CONTRACTOR SHALL VERIFY 

ALL DIMENSIONS PRIOR TO CONSTRUCTION AND IMMEDIATELY NOTIFY 
ARCHITECT/ENGINEER OF ANY DISCREPANCIES.

13. COORDINATE EXACT SIZE & LOCATION OF ANY MECHANICAL OPENINGS IN FLOOR SLAB, 
ROOF DECK, OR WALLS WITH THE MEP CONTRACTOR(S).  LOCATION & SIZE OF ALL DUCT 
OPENINGS, GRILLES, ETC. SHALL BE VERIFIED PRIOR TO CONSTRUCTION.

14. ALL ELEVATIONS SHOWN ON PLAN INDICATE TOP OF STEEL BEAM UNLESS NOTED 
OTHERWISE.

15. PROVIDE CHANNEL FRAMES AT ALL SUPPORTED SLAB OPENINGS PER TYPICAL DETAIL ON 
S410.  COORDINATE EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE APPROPRIATE 
CONTRACTORS & THE ARCH. & MEP DRAWINGS.

16. PROVIDE FRAMES AT ALL ROOF DRAINS, ROOF HATCHES & OTHER ROOF OPENINGS PER 
TYPICAL DETAILS ON S410.  COORD. EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE 
APPROPRIATE CONTRACTORS & THE ARCH. & MEP DWGS.

17. PROVIDE CMU REINFORCING AS NOTED ON PLANS.  IF NOT SHOWN ON PLANS OR DETAILS, 
MINIMUM CMU WALL REINFORCING TO BE #5 VERTS @ 48" O.C.  PROVIDE OPEN-CORE 
BOND BEAMS AT TOPS OF WALLS, AT CHANGES IN CMU THICKNESS, AND WHERE 
INDICATED ON PLANS & SECTIONS (10'-0" O.C. MAX VERTICAL SPACING).  PROVIDE 1/2 OF 
INTERRUPTED VERTICALS AT JAMBS OF OPENINGS AND PROVIDE ADDITIONAL VERT'S. AT 
ENDS OF WALLS.

18. ALL MASONRY BOND BEAMS, OTHER THAN BOND BEAM LINTELS OVER OPENINGS, SHALL 
BE "OPEN-CORE" BOND BEAMS TO ALLOW VERTICAL REINFORCING TO PASS THROUGH, 
UNLESS NOTED OTHERWISE.

19. REF. ARCH. DWGS. FOR MASONRY CONTROL & EXPANSION JOINT LOCATIONS.
20. ALL HORIZONTAL AND DIAGONAL BRIDGING FOR STEEL JOISTS SHALL BE DESIGNED, 

LOCATED & PROVIDED BY THE JOIST SUPPLIER PER SJI SPECIFICATIONS.
21. FOR ESTIMATING AND BIDDING PURPOSES ONLY, ASSUME AN ADDITIONAL 1/2" THICKNESS 

OF CONCRETE WILL BE NECESSARY FOR ALL ELEVATED SLABS ON METAL DECK.  THE 
INTENT OF THIS REQUIREMENT IS TO ACCOUNT FOR ANTICIPATED DEAD LOAD 
DEFLECTIONS IN THE SUPPORTING STRUCTURE.  THE FINISHED SLAB SHALL MEET THE 
FLATNESS REQUIREMENTS DEFINED IN THE SPECIFICATION.

22. WHERE EXTERIOR BEAMS PENETRATE THE EXTERIOR INSULATION BARRIER, SPRAY 
BEAMS w/ TNEMEC "AEROLON" THERMAL INSULATION COATING FOR 3'-0" ON EXTERIOR 
SIDE AND 3'-0" ON INTERIOR SIDE.

23. ALL EXISTING FRAMING (JOIST SUPPORTING BY LOAD BEARING WALLS, CMU ABOVE NEW 
OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING CONSTRUCTION 
AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS RESPONSIBLE FOR ALL 
SHORING DESIGN AND IMPLEMENTATION.

24. PLAN LEGEND:

F.F. DENOTES FIN. FLOOR

T/'X' DENOTES TOP OF STEEL, SLAB, ETC.

B/'X' DENOTES BOTTOM OF LINTEL, ETC.

E.O.S. DENOTES EDGE OF SLAB (MEASURED FROM BEAM C.L.) 
(or EOS) SEE TYPICAL DETAIL A/S-410

E.O.D. DENOTES EDGE OF DECK (MEASURED FROM BEAM C.L.) 
(or EOD) NOTE: PERIMETER ROOF ANGLE/BENT PL NOT REQUIRED

E.O.L. DENOTES EDGE OF ANGLE (MEASURED FROM 
(or EOL) BEAM C.L.) SEE TYPICAL DETAIL B/S-410

DENOTES 1 1/2", 20 GA. GALVANIZED COMPOSITE DECK w/ 2½" NW CONC 
SLAB w/ 6x6-W2.1xW2.1 WWF, TOTAL 't' = 4". REF. DETAIL 2/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED WIDE RIB STEEL ROOF 
DECK.  REF. DETAIL 1/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED ACOUSTICAL WIDE RIB 
STEEL ROOF DECK.  REF. DETAIL 3/S410.

DENOTES BEAM-THRU-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES CANTILEVER-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES BRACED FRAME LOCATION

DENOTES APPROX. LOCATION OF OPENING IN DECK/SLAB. REF. 
DETAILS ON S410 FOR TYPICAL OPENING FRAMES. FOR MULTIPLE 
CLOSELY SPACED OPENINGS, TREAT AS ONE LARGE OPENING.

23. WIDE-FLANGE BEAM & GIRDER NOTATION:

BEAM REACTIONS SHOWN IN KIPS TO BE USED FOR DESIGN OF SHEAR CONNECTION BY 
STEEL FABRICATOR'S SSE (ALLOWABLE STRESS DESIGN / LOADS UNFACTORED).

REF. THE STEEL CONNECTION NOTES ON S001 FOR DESIGN OF CONNECTIONS AT BEAMS 
& GIRDERS WITH NO REACTION SHOWN. 

TYPICAL COMPOSITE BEAM DIAGRAM
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1. REF. S001 FOR STRUCTURAL NOTES, DESIGN DATA, SCHEDULES & LEGENDS.
2. REF. THE S410 SERIES FOR TYPICAL FRAMING DETAILS.
3. ALL CONTRACTORS ARE REQUIRED TO COORDINATE THEIR WORK WITH ALL DISCIPLINES 

TO AVOID CONFLICTS.  THE MECHANICAL, ELECTRICAL, AND PLUMBING ASPECTS ARE NOT 
IN THE SCOPE OF THESE DRAWINGS.  THEREFORE, ALL REQUIRED MATERIALS AND WORK 
MAY NOT BE INDICATED. 

4. ALL ELEVATIONS ARE REFERENCED FROM THE FIRST FLOOR FIN. FLOOR ELEVATION +0'-0".  
COORD. USGS ELEVATION WITH CIVIL DWGS.

5. SEE FOUNDATION PLANS FOR SIZES OF STEEL COLUMNS SUPPORTED ON FOUNDATIONS.
6. ALL EXISTING FRAMING (JOISTS & BEAMS SUPPORTED BY LOAD BEARING WALLS, CMU 

ABOVE OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING 
CONSTRUCTION AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS 
RESPONSIBLE FOR ALL SHORING DESIGN AND IMPLEMENTATION.

7. REF. S430 FOR TYPICAL MASONRY DETAILS
8. INSTALL CONTINUOUS BENT PLATE/ANGLE POUR STOPS AT ALL ELEVATED SLAB-ON-DECK 

PERIMETER EDGES AND AROUND ALL INTERIOR FLOOR OPENINGS (BOTH SHOWN AND 
NOT SHOWN). SEE DETAIL 14/S410.

9. INSTALL CONTINUOUS ANGLES AT ALL PERIMETER ROOF EDGES. SEE DETAIL 3/S410 FOR 
ATTACHEMENT TO BEAM AND FOR ALL CONDITIONS NO SPECIFICALLY DEFINED IN 
FRAMING SECTIONS.

10. INSTALL CONTINUOUS CONCRETE CURBS PER DETAIL 9/S410 AROUND THE PERIMETER OF 
ALL MECHANICAL ROOMS AND AROUND FLOOR PENETRATIOSN BOTH SHOWN AND NOW 
SHOWN INCLUDING STEEL COLUMN PENETRATIONS.

11. ALL WALLS SHALL BE LAID OUT FROM THE ARCHITECTURAL DRAWINGS.
12. REF. ARCH. DRAWINGS. FOR ALL DIMENSIONS NOT SHOWN.  CONTRACTOR SHALL VERIFY 

ALL DIMENSIONS PRIOR TO CONSTRUCTION AND IMMEDIATELY NOTIFY 
ARCHITECT/ENGINEER OF ANY DISCREPANCIES.

13. COORDINATE EXACT SIZE & LOCATION OF ANY MECHANICAL OPENINGS IN FLOOR SLAB, 
ROOF DECK, OR WALLS WITH THE MEP CONTRACTOR(S).  LOCATION & SIZE OF ALL DUCT 
OPENINGS, GRILLES, ETC. SHALL BE VERIFIED PRIOR TO CONSTRUCTION.

14. ALL ELEVATIONS SHOWN ON PLAN INDICATE TOP OF STEEL BEAM UNLESS NOTED 
OTHERWISE.

15. PROVIDE CHANNEL FRAMES AT ALL SUPPORTED SLAB OPENINGS PER TYPICAL DETAIL ON 
S410.  COORDINATE EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE APPROPRIATE 
CONTRACTORS & THE ARCH. & MEP DRAWINGS.

16. PROVIDE FRAMES AT ALL ROOF DRAINS, ROOF HATCHES & OTHER ROOF OPENINGS PER 
TYPICAL DETAILS ON S410.  COORD. EXACT NUMBER, LOCATIONS & DIMENSIONS WITH THE 
APPROPRIATE CONTRACTORS & THE ARCH. & MEP DWGS.

17. PROVIDE CMU REINFORCING AS NOTED ON PLANS.  IF NOT SHOWN ON PLANS OR DETAILS, 
MINIMUM CMU WALL REINFORCING TO BE #5 VERTS @ 48" O.C.  PROVIDE OPEN-CORE 
BOND BEAMS AT TOPS OF WALLS, AT CHANGES IN CMU THICKNESS, AND WHERE 
INDICATED ON PLANS & SECTIONS (10'-0" O.C. MAX VERTICAL SPACING).  PROVIDE 1/2 OF 
INTERRUPTED VERTICALS AT JAMBS OF OPENINGS AND PROVIDE ADDITIONAL VERT'S. AT 
ENDS OF WALLS.

18. ALL MASONRY BOND BEAMS, OTHER THAN BOND BEAM LINTELS OVER OPENINGS, SHALL 
BE "OPEN-CORE" BOND BEAMS TO ALLOW VERTICAL REINFORCING TO PASS THROUGH, 
UNLESS NOTED OTHERWISE.

19. REF. ARCH. DWGS. FOR MASONRY CONTROL & EXPANSION JOINT LOCATIONS.
20. ALL HORIZONTAL AND DIAGONAL BRIDGING FOR STEEL JOISTS SHALL BE DESIGNED, 

LOCATED & PROVIDED BY THE JOIST SUPPLIER PER SJI SPECIFICATIONS.
21. FOR ESTIMATING AND BIDDING PURPOSES ONLY, ASSUME AN ADDITIONAL 1/2" THICKNESS 

OF CONCRETE WILL BE NECESSARY FOR ALL ELEVATED SLABS ON METAL DECK.  THE 
INTENT OF THIS REQUIREMENT IS TO ACCOUNT FOR ANTICIPATED DEAD LOAD 
DEFLECTIONS IN THE SUPPORTING STRUCTURE.  THE FINISHED SLAB SHALL MEET THE 
FLATNESS REQUIREMENTS DEFINED IN THE SPECIFICATION.

22. WHERE EXTERIOR BEAMS PENETRATE THE EXTERIOR INSULATION BARRIER, SPRAY 
BEAMS w/ TNEMEC "AEROLON" THERMAL INSULATION COATING FOR 3'-0" ON EXTERIOR 
SIDE AND 3'-0" ON INTERIOR SIDE.

23. ALL EXISTING FRAMING (JOIST SUPPORTING BY LOAD BEARING WALLS, CMU ABOVE NEW 
OPENINGS, ETC.) IS TO BE SHORED DURING DEMOLITION OF EXISTING CONSTRUCTION 
AND INSTALLATION OF ALL NEW CONSTRUCTION. CONTRACTOR IS RESPONSIBLE FOR ALL 
SHORING DESIGN AND IMPLEMENTATION.

24. PLAN LEGEND:

F.F. DENOTES FIN. FLOOR

T/'X' DENOTES TOP OF STEEL, SLAB, ETC.

B/'X' DENOTES BOTTOM OF LINTEL, ETC.

E.O.S. DENOTES EDGE OF SLAB (MEASURED FROM BEAM C.L.) 
(or EOS) SEE TYPICAL DETAIL A/S-410

E.O.D. DENOTES EDGE OF DECK (MEASURED FROM BEAM C.L.) 
(or EOD) NOTE: PERIMETER ROOF ANGLE/BENT PL NOT REQUIRED

E.O.L. DENOTES EDGE OF ANGLE (MEASURED FROM 
(or EOL) BEAM C.L.) SEE TYPICAL DETAIL B/S-410

DENOTES 1 1/2", 20 GA. GALVANIZED COMPOSITE DECK w/ 2½" NW CONC 
SLAB w/ 6x6-W2.1xW2.1 WWF, TOTAL 't' = 4". REF. DETAIL 2/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED WIDE RIB STEEL ROOF 
DECK.  REF. DETAIL 1/S410.

DENOTES 1½", 20 GA. GALV. & PRIME-PAINTED ACOUSTICAL WIDE RIB 
STEEL ROOF DECK.  REF. DETAIL 3/S410.

DENOTES BEAM-THRU-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES CANTILEVER-BEAM MOMENT CONNECTION. REF. DETAILS ON 
S411.

DENOTES BRACED FRAME LOCATION

DENOTES APPROX. LOCATION OF OPENING IN DECK/SLAB. REF. 
DETAILS ON S410 FOR TYPICAL OPENING FRAMES. FOR MULTIPLE 
CLOSELY SPACED OPENINGS, TREAT AS ONE LARGE OPENING.

23. WIDE-FLANGE BEAM & GIRDER NOTATION:

BEAM REACTIONS SHOWN IN KIPS TO BE USED FOR DESIGN OF SHEAR CONNECTION BY 
STEEL FABRICATOR'S SSE (ALLOWABLE STRESS DESIGN / LOADS UNFACTORED).

REF. THE STEEL CONNECTION NOTES ON S001 FOR DESIGN OF CONNECTIONS AT BEAMS 
& GIRDERS WITH NO REACTION SHOWN. 
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W16x31  (16) 

NO. OF ¾" DIA. x 4⅜" LONG 
SHEAR CONNECTOR STUDS 
SPACED UNIFORMLY ALONG 
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6"

STEEL ROOF DECK 
PER PLAN

STEEL JOIST PER PLAN

STEEL BEAM PER PLAN

LIGHT GAUGE BOXED HEADER 
BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

WALL FINISH, SEE 
ARCH. DWGS.

STEEL LINTEL, SEE 
SCHEDULE ON S001

L4x4x1/4 CONT. w/ SLIDE 
CLIP BY STUD SUPPLIER

WINDOW, SEE ARCH. DWGS.

6"

STEEL ROOF DECK 
PER PLAN

STEEL JOIST PER PLAN

STEEL BEAM PER PLAN

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

WALL FINISH, SEE 
ARCH. DWGS.

L4x4x1/4 CONT. w/ SLIDE 
CLIP BY STUD SUPPLIER

MASONRY VENEER, 
SEE ARCH. DWGS.

5"

6"

STEEL BEAM PER PLAN
L4x4x1/4 CONT.

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

L4x4x1/4 CONT.

STEEL ROOF DECK 
PER PLAN

STEEL BEAM PER PLANSTEEL JOIST 
PER PLAN

4"

STEEL BEAM PER PLAN LIGHT GAUGE BOXED HEADER 
BY STUD SUPPLIER

STEEL BEAM PER PLAN

L4x4x1/4 CONT. w/ FIXED 
CLIP BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

STOREFRONT, 
SEE ARCH. DWGS.

STOREFRONT, 
SEE ARCH. DWGS.

STEEL ROOF DECK 
PER PLAN

STEEL JOIST PER PLAN

STEEL BEAM PER PLAN

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

WALL FINISH, SEE 
ARCH. DWGS.

L4x4x1/4 CONT. w/ SLIDE 
CLIP BY STUD SUPPLIER

MASONRY VENEER, 
SEE ARCH. DWGS.

6"

STEEL ROOF DECK 
PER PLAN

STEEL JOIST PER PLANSTEEL BEAM PER PLAN

LIGHT GAUGE BOXED HEADER 
BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

WALL FINISH, SEE 
ARCH. DWGS.

STEEL LINTEL, SEE 
SCHEDULE ON S001

L4x4x1/4 CONT. w/ SLIDE 
CLIP BY STUD SUPPLIER

WINDOW, SEE ARCH. DWGS.

6"

STEEL ROOF DECK 
PER PLAN

STEEL JOIST 
PER PLAN

STEEL BEAM PER PLAN

LIGHT GAUGE BOXED HEADER 
BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

WALL FINISH, SEE 
ARCH. DWGS.

STEEL LINTEL, SEE 
SCHEDULE ON S001

L4x4x1/4 CONT. w/ SLIDE 
CLIP BY STUD SUPPLIER

EXISTING JOIST TO 
BE REINFORCED 
PER DETAIL 5/S411

EXISTING JOIST TO 
BE REINFORCED 
PER DETAIL 5/S411

EXISTING STEEL ROOF DECK

L3x3x1/4 @ 3'-0" o.c.

L3x3x1/4 @ 3'-0" o.c.

CONT. WT6x20 COORD. ELEV. 
& HOLE REQUIREMENTS w/ 
OPERABLE WALL SUPPLIER

6"

12' - 8"

12" OPEN-CORE BOND 
BEAM w/ (2) #5 CONT.

STEEL ROOF DECK PER PLAN

STEEL BEAM PER PLAN

3/8"x10"x5" LLH CONT. BENT PLATE w/ VERT. 
SLOT CONNECT TO WALL w/ 3/4" DIA. DEWALT 
"WEDGE-BOLT+" ANCHORS @ 24" o.c. MAX. 
MIN. 6" EMBED

12" CONC. BLOCK WALL w/ #5 @ 32" o.c. 
VERT. & HORIZ. JOINT REINF. @ 16" o.c. 
GROUT BLOCK CORES @ BARS

1' - 3 1/8"

1' - 2" E.O.B.

FACE OF EXISTING BUILDING

STEEL ROOF DECK 
PER PLAN

STEEL BEAM PER PLAN

STEEL BEAM PER PLAN

L4x4x1/4 CONT. w/ FIXED 
CLIP BY STUD SUPPLIER

L4x4x1/4 CONT. w/ FIXED 
CLIP BY STUD SUPPLIER

LIGHT GAGUE BOXED HEADER 
BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

LIGHT GAGUE BOXED HEADER 
BY STUD SUPPLIER

STEEL BEAM PER PLAN

STEEL BEAM PER PLAN

STEEL COLUMN PER PLAN

STEEL BEAM 
PER PLAN

STOREFRONT, 
SEE ARCH. DWGS.

STOREFRONT, 
SEE ARCH. DWGS.

2" EXPANSION GAP

9"L8x4x7/16 LLH CONT. SEE TYPICAL DETAIL ON 
SHEET S-411 FOR BEAM-
THRU-BEAM MOMENT 
CONNECTION.

STEEL ROOF DECK PER PLAN

STEEL BEAM PER PLAN

STEEL COLUMN PER PLAN

STEEL BEAM PER PLAN

1' - 3 1/8"

11"
L4x4x1/4 CONT. w/ FIXED 
CLIP BY STUD SUPPLIER

L4x4x1/4 CONT. w/ FIXED 
CLIP BY STUD SUPPLIER

LIGHT GAGUE BOXED HEADER 
BY STUD SUPPLIER

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

2 7/8"

1/4"x4"x4" CONT. 
BENT PL

STEEL ROOF DECK 
PER PLAN

6" METAL STUDS - GAUGE & 
SPACING BY STUD SUPPLIER

LIGHT GAUGE BOXED HEADER 
BY STUD SUPPLIER

EXISTING FLEXICORE PLANKS 
PER PLAN

EXISTING STEEL BEAM PER PLAN

STEEL BEAM 
PER PLAN

STEEL JOIST 
PER PLAN

STEEL BEAM PER PLAN

1' - 3"

1/4"x4"x4" CONT. BENT PL. w/ 
SLIDE CLIP BY STUD SUPPLIER

NEW STEEL COLUMN 
BEYOND

A

A

SECTION A-A

EXISTING FLEXICORE 
PLANK

EXISTING STEEL BEAM

NEW STEEL BEAM

NEW HSS3x3 CENTERED 
ON EXISTING PLANK CORE

MINIMIZE OPENING TO 
AVOID STAND DAMAGE. 
PACK SOLID w/ GROUT 
AFTER WELDING.

1' - 9"
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FRAMING SECTION

3/4" = 1'-0"
2

FRAMING SECTION
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4

FRAMING SECTION

3/4" = 1'-0"
3

FRAMING SECTION
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5

FRAMING SECTION
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FIRST FLOOR
0' - 0"

J-1 J-2

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

13' - 11 15/16" 13' - 11 15/16"

HSS4X
4X

5/1
6 HSS4X4X5/16

W14X22

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

J-1 J-2

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.HSS4-1

/2X
4-1

/2X
5/1

6 HSS4-1/2X4-1/2X5/16

W14X22

13' - 11 15/16" 13' - 11 15/16"

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

H-E H-F

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

2 
1/

2"

HSS4X
4X

5/1
6 HSS4X4X5/16

W16X26

14' - 3 3/16"14' - 3 3/16"

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

J-AJ-C

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

HSS4X4X5/16

HSS4X
4X

5/1
6

W16X31 2 
1/

2"

13' - 6 3/16" 13' - 6 3/16"

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

H-E H-F

T/C
 = 

25
 K

IP
S

T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

W14X22

HSS4X
4X

5/1
6

HSS4X4X5/16

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

14' - 3 3/16" 14' - 3 3/16"

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

H-G H-H

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

HSS4X4X5/16HSS4X
4X

5/1
6

W14X22

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

14' - 3 3/16" 14' - 3 3/16"

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

J-PH-M

T/C
 = 

25
 K

IP
S T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

HSS4X
4X

5/1
6

HSS4X4X5/16

W12X19

13' - 7" 13' - 7"

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

H-A H-B

T/C
 = 

25
 K

IP
S

T/C = 25 KIPS

W.P. = CENTERLINE 
OF BEAM & BRACE, 
TYP.

13' - 7" 13' - 7"

HSS4X
4X

5/1
6 HSS4X4X5/16

W12X19

H
S

S
6X

6X
3/

8

H
S

S
6X

6X
3/

8

CLASSROOM FRAMING
ELEV.

13' - 10 1/2"

FIRST FLOOR
0' - 0"

F-7 F-6

EXISTING COLUMN TO REMAIN

NEW STEEL COLUMN 
PER PLAN

NEW CONC. BLOCK WALL 
PER PLAN

NEW STEEL BEAM PER PLAN

BOTTOM PORTION OF EXISTING COLUMN 
TO BE REMOVED FROM ROOF FRAMING 
ELEVATION SHOWN DOWN TO 
BASEPLATE

SEE DETAIL 4/S411 FOR 
STUB COLUMN DETAIL

+12'-3"

FIRST FLOOR
0' - 0"

ROOF FRAMING
14' - 6"

F-7F-6

EXISTING COLUMN TO REMAIN

NEW STEEL COLUMN 
PER PLAN

NEW CONC. BLOCK WALL 
PER PLAN

NEW STEEL BEAM PER PLAN

BOTTOM PORTION OF EXISTING COLUMN 
TO BE REMOVED FROM ROOF FRAMING 
ELEVATION SHOWN DOWN TO 
BASEPLATE

SEE DETAIL 4/S411 FOR 
STUB COLUMN DETAIL
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD100
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-101
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FIRST FLOOR PLAN
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-102
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UNIT "B" TELECOMMUNICATIONS DEMO BASEMENT FLOOR PLAN
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-103
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-104

UNIT "D" TELECOM DEMO
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-105
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1 THE CONTRACT DOCUMENTS DO NOT PROPOSE TO
SHOW ALL SYSTEMS, MATERIALS, OR EQUIPMENT
EXISTING ON THE PROJECT THAT WILL REQUIRE
DEMOLITION.  DEMOLITION DRAWINGS ARE BASED
ON PARTIAL  FIELD OBSERVATION. REPORT
DISCREPANCIES TO THE CONSULTANT BEFORE
DISTURBING EXISTING INSTALLATION.

2 REMOVE ALL ABANDONED CABLING AS DEFINED BY
THE NEC.

3 ALL REMOVED TECHNOLOGY AND / OR SECURITY
DEVICE TO BE INVENTORIED AND TURNED OVER TO
THE OWNER. PROTECT AND STORE AS DIRECTED BY
THE OWNER.

4 IDENTIFY ITEMS TO BE SALVAGED WITH THE OWNER.
PROVIDE NON-DESTRUCTIVE REMOVAL OF SYSTEMS,
MATERIALS, AND EQUIPMENT FOR REUSE OR
SALVAGE AS INDICATED.

5 REMOVE ALL COMMUNICATIONS DEBRIS FROM SITE
AND LEGALLY DISPOSE OF IT.

6 COORDINATE ALL LOW VOLTAGE DEMO ACTIVITY
WITH CONSTRUCTION MANAGER, REVIEW DEMO
PHASING PLANS.

7 CONTRACTOR UNDERSTANDS THAT ADJACENT
AREAS NEED TO  REMAIN IN OPERATION AND THAT
SERVICES TO THESE AREAS NEED TO BE
MAINTAINED.

8 CONTRACTOR SHALL NOTIFY THE OWNER AND
CONSULTANT NO LESS THAN THREE DAYS IN
ADVANCE BEFORE COMMENCING ANY DEMOLITION
TO INSURE THAT NO ADJACENT OCCUPIED AREAS
WILL BE DISRUPTED.

9 FIRE STOP ANY SLEEVES WHERE CABLES HAVE
BEEN REMOVED.

10 CONTRACTOR SHALL BE RESPONSIBLE FOR
MAINTAINING TELEPHONE, DATA, CENTRAL SOUND,
SECURITY CCTV  AND ALARM SYSTEM SERVICES IN
ALL EXISTING AREAS FOR DURATION OF PROJECT
FOR MULTI-PHASED PROJECTS. CONTRACTOR SHALL
COLLABORATE WITH OWNER’S TECHNOLOGY
PERSONNEL AS NECESSARY AND PROVIDE
TEMPORARY WIRING, CROSS-CONNECTS,
TERMINATION DEVICES, AND LABOR TO MAINTAIN
OPERATION ACCEPTABLE TO THE OWNER.
CONTRACTOR SHALL REFER TO THE
SPECIFICATIONS FOR  ADDITIONAL INFORMATION
RELATED TO PHASING.

GENERAL DEMOLITION NOTES:

DEMOLITION NOTES:
(ALL DEMOLITION NOTES MAY NOT BE USED ON THIS
SHEET.)

1 EXISTING TELECOMMUNICATION OUTLET(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE. IF
OUTLET(S) ARE IN  SURFACE RACEWAY THE
RACEWAY IS TO REMAIN.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE
REMOVED. REMOVE CABLE BACK TO THE SOURCE.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER.

3 EXISTING DATA CABINET TO BE REMOVED. REMOVE
FIBER  CABLING ASSOCIATED WITH DATA CABINET
BACK TO THE  SOURCE.

4 EXISTING CLOCK TO BE REMOVED. SECURELY
STORE IN A LOCATION DESIGNATED BY OWNER.

5 EXISTING INTERCOM SPEAKER TO BE REMOVED.

6 EXISTING MAIN INTERCOM CABINET, TO REMAIN IN
SERVICE UNTIL AREA IS DEMO'D.  WHEN AREA IS
READY TO BE DEMO'D REMOVE INTERCOM CABINET
AND FOR ANY INTERCOM SPEAKERS THAT NEED TO
REMAIN IN SERVICE IN OTHER AREAS WAITING FOR
DEMO PULL THE EXISTING SPEAKERS BACK TO THE
NEAREST NEW TELECOM ROOM.

7 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR,TELEVISION,INTERACTIVE BOARD), AND
RELATED MOUNTS AND CABLING, ETC. TO REMAIN.

8 EXISTING AUDIO/VIDEO SYSTEMS AND DEVICES
(PROJECTOR, TELEVISION, LOCAL SOUND, ECT.) AND
RELATED MOUNTS AND CABLING,  TO BE REMOVED.
SECURELY STORE IN A LOCATION DESIGNATED BY
OWNER. NOTE -  SOME OF THE CLASSROOM
PROJECTORS ARE SITTING ON PORTABLE CARTS.

9 EXISTING SECURITY DEVICES (CAMERAS, CARD
READER, CONTROLLER, DOOR INTERCOM ETC.) AND
RELATED MOUNTS TO BE REMOVED.  REMOVE
CABLE BACK TO THE SOURCE.

10 EXISTING SECURITY CAMERA(S) TO REMAIN. CEILING
MOUNTED UNITS SHALL BE DISCONNECTED FROM
CEILING TILE AND TEMPORARILY SUPPORTED TO
STRUCTURE ABOVE CEILING.

11 EXISTING INTERCOM SPEAKER(S) TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. (TYPICAL)

12 EXISTING WIRELESS ACCESS POINT TO REMAIN.
DISCONNECT FROM CEILING TILE AND PROVIDE
TEMPORARY ABOVE CEILING SUPPORT. REMOVE
THE ABANDONED CABLE TO CABINETS AFTER
CUT-OVER TO NEW CABLING.

13 EXISTING SECURITY DEVICES  (CARD
READER,CONTROLLER, DOOR INTERCOM ETC.) TO
REMAIN IN SERVICE AND/OR BE RELOCATED INTO
NEW DOOR FRAMES.

14 EXISTING INCOMING WAN FIBER SERVICE TO REMAIN
UNTIL NEW MDF IS BUILT.  OWNER IS RESPONSIBLE
TO ARRANGE WITH SERVICE PROVIDER TO HAVE
THE FIBER RELOCATED.

15 EXISTING SOUND CABINET TO REMAIN

16 SOUND SYSTEM TO BE REMOVED TD-106
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.

PLAN NOTES:

AD-3

T-101

UNIT "A" TELECOM  FIRST
FLOOR PLAN

 
UNIT "A" TELECOMMUNICATIONS  FIRST FLOOR PLAN

1
SCALE:  1/8= 1'-0"

GIBRALTAR DESIGN

PROJECT

ARCHITECTURE     ENGINEERING     INTERIOR DESIGN

GIBRALTAR
DESIGN

LIBERTY IS -
ADDITIONS & RENOVATIONS

LIBERTY
INTERMEDIATE
SCHOOL -
ADDITIONS &
RENOVATIONS
DUNELAND SCHOOL CORPORATION
CHESTERTON, INDIANA

KEY PLAN

A B C

DEF

G H

J

A

REPAIRED
NON-PRINTING PLAN
NOTES

AD-3



MEDIA CENTER

GENERAL MUSIC

STEM

CLASSROOM

GIRLS BOYS

FLEX CLASSROOM

CLASSROOM

SGI

TOILET

TOILET

STUDENT
COMMONS

MENWOMEN
CUST

STORAGE

TV STUDIO

SGI

SGI

WKRM
OFFICESTO

STORAGE

LGI

LAB
MEDIA

PRINCIPAL DEAN OFFICE

STORAGE

STORAGE

WKRMRECORDS

MAIL
CONFERENCE

WAITING

TOILETTOILET

RECEPTION

VESTIBULE

CORRIDOR

CORRIDOR

CORRIDOR

STORAGE

MECHANICAL

BOOK STORAGE

CORRIDOR

CUST

CORRIDOR

STO

MDF

ALL HORIZONTAL CABLES
TO ER B-139

ALL HORIZONTAL CABLES
TO ER B-139

ALL HORIZONTAL CABLES
TO TR C-101

ALL HORIZONTAL CABLES
TO TR A-130

VP

22

SS
WAP

S SSS S S SSS
LED

LEDWAP

S

S S

S

S

WAP

WAP

S

WAP

WAP

SS

SS

VP

2

4

V
S SS S

SS S

V
S

4

2

S

S

S

S

S

S

S

WAP

WAP

VS

2

22

LED

2/LI

S

V

2 S

WAP

WAPWAP

2

2

S

S S

S

S

S

S

S

S

S S S

S

S
S

VVV

V

2

TV
2/LI

2 2 2
2

2

LED

4

DR

VIM

WAP

WAP WAP

WAP

WAP

WAP

WAP

2

S

S

S

S

S

S

2/LI

C C

DSDS DSDS

DSDSDSDS

DS

CR

CR

DR

VIS

4" CONDUIT SLEEVES (TYPICAL)

DS

C

2

WAPH

C

2
2

2/LI

VP

2

2

VP

2
2

2/LI

2/LI

S
S

S

2

DR

2

C

C

CC

C

C

2/LI

2

2

S

VP

DS

DS
CR

2/LI

TV

2/LI

2/LI

2/LI

2/LI

2

VP

C

TV

TV

TV

TV

TV

TV

C

C

C

TV
TV
TV

TV DR

DR

AD-3

AD-3

AD-3

AD-3

3

4

3

3 4

3

3

4

1

11

AD-3

MEDIA CENTER

GENERAL MUSIC

STEM

CLASSROOM

GIRLS BOYS

FLEX CLASSROOM

CLASSROOM

SGI

TOILET

TOILET

STUDENT
COMMONS

MENWOMEN
CUST

STORAGE

TV STUDIO

SGI

SGI

WKRM
OFFICESTO

STORAGE

LGI

LAB
MEDIA

PRINCIPAL DEAN OFFICE

STORAGE

STORAGE

WKRMRECORDS

MAIL
CONFERENCE

WAITING

TOILETTOILET

RECEPTION

VESTIBULE

CORRIDOR

CORRIDOR

CORRIDOR

STORAGE

MECHANICAL

BOOK STORAGE

CORRIDOR

CUST

CORRIDOR

STO

MDF

(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.

PLAN NOTES:
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.

PLAN NOTES:
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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(ALL NOTES MAY NOT BE USED ON THIS SHEET.)

1 FOR NEW TELECOMMUNICATIONS OUTLETS BEING INSTALLED IN
EXISTING WALLS RE-USE AND/OR MODIFY EXISTING RACEWAY 
WHERE POSSIBLE.  IF NOT PROVIDE  NEW SURFACE RACEWAY.

2 EXISTING WIRELESS ACCESS POINT(S) TO BE RE-CABLED AND 
RE-INSTALLED IN NEW CEILING.

3 EXISTING SECURITY CAMERA(S), RE-INSTALL IN NEW CEILING.

4 EXISTING INTERCOM SPEAKER TO BE RE-INSTALLED IN NEW
CEILING.

5 AUDIO AND DATA CABLE TO TRAVEL WITH BLEACHERS.
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